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1, 2000, 90 unit operating days or 180 
calendar days (whichever occurs first) 
after the date that the unit recom-
mences commercial operation. 

(j) If the certification tests required 
under paragraph (b) or (c) of this sec-
tion have not been completed by the 
applicable compliance date, the owner 
or operator shall determine and report 
SO2 concentration, NOX emission rate, 
CO2 concentration, and flow rate data 
for all unit operating hours after the 
applicable compliance date in this 
paragraph until all required certifi-
cation tests are successfully completed 
using either: 

(1) The maximum potential con-
centration of SO2, as defined in section 
2.1.1.1 of appendix A to this part, the 
maximum potential NOX emission rate, 
as defined in § 72.2 of this chapter, the 
maximum potential flow rate, as de-
fined in section 2.1.4.1 of appendix A to 
this part, or the maximum potential 
CO2 concentration, as defined in sec-
tion 2.1.3.1 of appendix A to this part; 

(2) Reference methods under § 75.22(b); 
or 

(3) Another procedure approved by 
the Administrator pursuant to a peti-
tion under § 75.66. 

[60 FR 17131, Apr. 4, 1995, as amended at 60 
FR 26516, May 17, 1995; 63 FR 57499, Oct. 27, 
1998; 64 FR 28588, May 26, 1999; 67 FR 40421, 
June 12, 2002] 

§ 75.5 Prohibitions. 
(a) A violation of any applicable reg-

ulation in this part by the owners or 
operators or the designated representa-
tive of an affected source or an affected 
unit is a violation of the Act. 

(b) No owner or operator of an af-
fected unit shall operate the unit with-
out complying with the requirements 
of §§ 75.2 through 75.75 and appendices A 
through G to this part. 

(c) No owner or operator of an af-
fected unit shall use any alternative 
monitoring system, alternative ref-
erence method, or any other alter-
native for the required continuous 
emission monitoring system without 
having obtained the Administrator’s 
prior written approval in accordance 
with §§ 75.23, 75.48 and 75.66. 

(d) No owner or operator of an af-
fected unit shall operate the unit so as 
to discharge, or allow to be discharged, 

emissions of SO2, NOX or CO2 to the at-
mosphere without accounting for all 
such emissions in accordance with the 
provisions of §§ 75.10 through 75.19. 

(e) No owner or operator of an af-
fected unit shall disrupt the contin-
uous emission monitoring system, any 
portion thereof, or any other approved 
emission monitoring method, and 
thereby avoid monitoring and record-
ing SO2, NOX, or CO2 emissions dis-
charged to the atmosphere, except for 
periods of recertification, or periods 
when calibration, quality assurance, or 
maintenance is performed pursuant to 
§ 75.21 and appendix B of this part. 

(f) No owner or operator of an af-
fected unit shall retire or permanently 
discontinue use of the continuous emis-
sion monitoring system, any compo-
nent thereof, the continuous opacity 
monitoring system, or any other ap-
proved emission monitoring system 
under this part, except under any one 
of the following circumstances: 

(1) During the period that the unit is 
covered by an approved retired unit ex-
emption under § 72.8 of this chapter 
that is in effect; or 

(2) The owner or operator is moni-
toring emissions from the unit with an-
other certified monitoring system or 
an excepted methodology approved by 
the Administrator for use at that unit 
that provides emissions data for the 
same pollutant or parameter as the re-
tired or discontinued monitoring sys-
tem; or 

(3) The designated representative 
submits notification of the date of re-
certification testing of a replacement 
monitoring system in accordance with 
§§ 75.20 and 75.61, and the owner or oper-
ator recertifies thereafter a replace-
ment monitoring system in accordance 
with § 75.20. 

[58 FR 3701, Jan. 11, 1993, as amended at 58 
FR 40747, July 30, 1993; 60 FR 26517, May 17, 
1995; 64 FR 28589, May 26, 1999] 

§ 75.6 Incorporation by reference. 
The materials listed in this section 

are incorporated by reference in the 
corresponding sections noted. These 
incorporations by reference were ap-
proved by the Director of the Federal 
Register in accordance with 5 U.S.C. 
552(a) and 1 CFR part 51. These mate-
rials are incorporated as they existed 
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